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The Laboratory Measurement of Random Incidence Sound Absorption to BS EN ISO 354:2003

Client: Rockfon
Test Date: 17/06/2009
Empty Room: Temperature: 18.1 °C Humidity: 63 %RH Pressure: 1016 mbar
Room with Sample: Temperature: 19.1 °C Humidity: 61 %RH Pressure: 1016  mbar
Sample BOXER, 1200x600x20mm, A edge
Description:
Mounting Method: E- 200
Sample Area: 1296 m2

Chamber Volume: 300 m3

Sound Absorption Coefficient

Test 12
Absorp | Practical 12 ]
Freq T1 T2 Coeff Absorp N
Hz sec sec Coeff # i
50* 4.13 3.43 0.18 11

63* 3.82 3.16 0.20 n/a
80* 4.42 3.34 0.27

!
AN

100 6.36 3.72 0.42
125 7.82 3.95 0.47 0.50

200 8.09 2.82 0.86
250 8.67 2.76 0.92 0.95
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160 | 730 | 329 | 062 0.9 /) \

315 | 805 | 255 | 1.00 0.8 /

400 [ 700 | 238 | 1.03 = ]

500 | 597 [ 225 [ 1.03 | 1.00 5 07

630 | 545 [ 214 | 1.06 = ] /
800 | 585 | 252 | 0.84 8 ] y
1000 | 6.52 2.59 0.87 0.90 c 0.6

1250 | 639 | 2.40 [ 0.97 £ ]

1600 [ 574 | 229 | 0.98 g 05

2000 | 523 | 220 | 098 | 1.00 a = /

<

2500 4.67 2.11 0.97
3150 3.86 1.92 0.98 0.4

4000 3.12 1.73 0.96 0.95
5000 2.47 1.55 0.90

* Denotes frequencies outside the range covered

T1, empty room reverberation time
T2, room reverberation time with sample

6300 | 1.88 | 1.34 | 0.81 0.3
8000* | 1.40 1.09 0.78 n/a ]
10000* | 1.05 | 0.89 0.67 02 |
Ao 100 ]
0.1
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