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See SRL Report C/23394/T12 for full details

Laboratory Measurement of the Flanking Transmission of Airborne Sound between Adjoining Rooms

of a Suspended Ceiling to BS EN ISO 10848-2:2006

Test Num bers: 60  & 61 Air Tem perature: 18.2 °C

Manufac turer: R ockfon Air Hum idity: 64 %

Client: R ockfon Test Date: 09/06 /2016

Sam ple  m ounted by: R ockfon

Product identification: Blanka A15/24  600x600x20m m  SELM w ithou t Acous tim as s  (fo r R FN -FR )

Sus pended Ce iling

Freq N orm alis ed Flanking

Leve l D iffe rence - dB

f 1 /3  Oct 1 /1  Oct

H z Dn ,f

50+ 11 .8

63+ 12 .3 12.5

80+ 13 .7

100 12 .6

125 15 .7 14.4

160 15 .9

200 18 .3

250 20 .0 19.3

315 19 .9

400 18 .7

500 18 .8 19.5

630 21 .8

800 24 .5

1000 25 .7 25.9

1250 28 .2

1600 30 .1

2000 32 .7 32.0

2500 34 .5

3150 37 .5

4000+ 40 .0 39.7

5000+ 43 .6

6300+ 47 .2

8000+ 48 .7 48.7

10000+ 51 .3

Average

100 -3150 23 .4

v1 .7

R ating accord ing  to  BS EN  ISO 717 -1 :2013  No tes  : * s how s  m eas urem ent corrected  for background

Dn,f,w (C;Ctr)=  26 (-1;-3) + s how s  frequency beyond  s tandard and no t U KAS accred ited
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